[bookmark: _GoBack]
Section 370.1000  General 

Where needed to meet applicable standards, disinfection of the effluent shall be provided.  The design shall provide for meeting both the bacterial standards and any disinfectant residual limits applicable to the effluent. 

(Source:  Amended at 21 Ill. Reg. 12444, effective August 28, 1997) 
