
Section 604.155  Electrical Controls and Standby Power 

a)	Electrical controls must be located above grade, in areas not subject to flooding.  

[bookmark: _GoBack]b)	Each community water supply must provide on site, dedicated standby power capable of maintaining continued operation of its water system during power outages to meet the average daily usage determined under Section 604.115.
