
Section 604.1435  Valve, Meter and Blow Off Chambers 

a)	Valves, blow offs, meters or other such appurtenances to a distribution system 
must be protected from standing water in the chambers, pits or manholes. 

b)	Chambers, pits or manholes containing valves, blow offs, meters, or other appurtenances to a distribution system must be drained or be equipped with other means to remove standing water. 

[bookmark: _GoBack]c)	The chambers, pits and manholes containing valves, blow offs, meters, or other appurtenances to a distribution system must not connect directly to any storm drain or sanitary sewer. 
