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Section 653.101  Sites 

a)	All community water supply construction shall be located at sites not subject to significant risk from earthquakes, land subsidence, floods, fires or other disasters which could result in breakdown of any part of the system, except as described in (c) below. 

b)	All sites shall be located outside the flood plain of a 100-year flood or flood of record where appropriate records exist except for surface water intake structures. 

c)	The Agency will accept a less suitable site where local conditions do not allow for siting in compliance with (a) and (b) above provided the applicant submits: 

1)	a complete statement describing reasons for site selection; and 

2)	construction measures which will be taken to protect the community water supply from risks described in (a) and (b) above. 
