
Section 653.109  Hydropneumatic Storage 

a)	Construction shall conform to the Standards except as described in (b), (c) & (d) below. 

b)	Gross volume shall equal or exceed 35 gallons per person served where only hydropneumatic storage is provided. 

c)	An air compressor shall be provided to maintain an air cushion in the pressure tanks.  Other devices may be considered as a means to control the air cushion in the pressure tank.  An example is a system which uses water from the well pump to displace a volume of air in the column pipe to the pressure tank. 

d)	Finished water shall be delivered at a rate greater than the maximum hourly rate of usage. 

e)	Actual capacity of the well pump or high service pump used to deliver water to the distribution system through the pressure tank shall be greater than the maximum hourly rate of usage. 

f)	Actual capacities of multiple well pumps or high service pumps used to deliver water to the distribution system through the pressure tank shall be greater than the maximum hourly demand with the largest well pump or high service pump out of operation. 
