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Section 330.3400  Hazardous Areas and Combustible Storage 

Every building shall meet the following requirements: 

a)	All installations of fuel oil, gas, or liquefied petroleum gas heating equipment or appliances shall conform with the latest revision of the American Gas Association Standards and the National Fire Protection Association pamphlets.  (A, B) 

b)	The room in which the heating equipment is located shall be adequately vented to the outside atmosphere to properly support combustion.  Doors shall swing into the room.  (A, B) 

c)	All exposed heating ducts in the basement and the smoke pipe or breeching shall be located a safe distance from all combustible material.  If they are not a safe distance, the combustible material must be covered properly with a satisfactory fire resistive material.  (A, B) 

d)	All paints, oils, and flammable materials shall be stored in a fire resistive room in approved metal containers or cabinets or outside the building.  (A, B) 

(Source:  Amended at 13 Ill. Reg. 6562, effective April 17, 1989) 
