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Section 330.3980  Fire Alarm and Detection System 

Existing facility shall meet the following requirements: 

a)	An approved standard fire detection and alarm system shall be provided.  The rules for Fire Prevention and Safety of the Office of the State Fire Marshal (41 Ill. Adm. Code 100), effective at the time of construction  or acceptance of the building by this Department, shall apply in determining satisfactory compliance with this item.  (A, B) 

b)	The fire alarm system shall be manually and automatically operated and equipped with detectors.  (A, B) 

c)	Every facility shall have hazardous areas and rooms protected by an approved automatic detector system.  (A, B) 

d)	The system shall automatically transmit the alarm to any available municipal fire department by direct private line or through an approved central station.  (A, B) 

(Source:  Amended at 13 Ill. Reg. 6562, effective April 17, 1989) 
