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Section 870.130   Electrical Hookup of Manufactured Homes  

All electrical distribution and services must comply with the National Electrical Code in existence at the time of the installation of the electrical service.  The electrical service site supply must be a minimum of 100 amperes and rated for the capacity of the home.
