
Section 890.APPENDIX I   Illustrations for Subpart I 

Section 890.ILLUSTRATION N   P & T Valve Installed in Hot Outlet Line

(Referenced in Section 890.1230(c)(2)) 
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(Source:  Amended at 38 Ill. Reg. 9940, effective April 24, 2014)
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THE HOT WATER OUTLET LINE THE
MALE INLET CONNECTION TYPE
PROVIDES THE MOST CONVENIENT HEATER
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ANSI22122/CSA44 P & T VALVE INSTALLED
IN HOT OUTLET LINE




