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Section 600.240  Inspection and Maintenance of Valves and Hydrants 

Each utility shall establish a valve and hydrant inspection program.  Valves and hydrants shall be kept in good operating condition and should be inspected at least annually.  Valves and hydrants found to be inoperable shall be repaired or replaced.  Valve covers shall be maintained at grade level and not paved over.  Each inspection and all maintenance performed shall be properly noted on the valve or hydrant record card. 
